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Request for Electrical Reconnection

1 Fill out application. Fee is $25.00

1 Call Building Inspector at (913) 203-9389 to schedule the inspection. Please schedule at
least one day before. Someone will be required to meet the inspector for the inspection to
take place.

Items that are inspected:

Service entrance panel (also sub-panels if there are any)

Main breaker in off position

307X 36” Panel Clearance.

Ground rods and connections.

Improperly installed, exposed or loose wiring.

Loose, broken or missing receptacles and switches.

Missing cover plates.

GFCl receptacles in wet locations; Kitchens, bathrooms, garages, and exterior.

AJC disconnect- Liquid tight conduit

Smoke Detectors in each sleeping room and outside each sleeping area in the immediate
vicinity of the bedrooms. Also it is required to have at least one on each story of the
house including the basement and habitable attics.
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CARBON MONOXIDE DETECTORS are not required in Tonganoxie at this time but are
HIGHLY RECOMMENED. They are inexpensive and could save a life.

It is also recommended that you have your electrical system checked by a licensed electrician.

1 Upon completion of the inspection and approval the building inspector will email the
power company with a meter set notification. You will need to contact them to schedule
the meter set.

1 If the electrical has been approved for the power to be restored but there are corrections
to be made, you will need to schedule a second inspection after power has been restored.
There is no additional charge.

Thank You,

Jerry Hammerton
Building Official
(913) 203-9389



g/éﬁ af TonganOXIe 321 S. Delaware, P.O. Box 326

Department of Administration  Tonganoxie, KS 66086
Office of the Building Official (913) 845-2620

E-mail: info@tonganoxie.org




