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          Water Heaters 
 

The following is required on all Water Heater installations per 2003 IRC: 

 

 Expansion device. 

 

 Replace flex connector on gas installations. 

 

 A single wall vent connector pipe shall have a six inch (6”) minimum clearance from 

combustibles and a double wall (B-vent pipe) shall have a minimum one inch (1”) 

clearance. 

            (Drywall & insulation are combustibles) 

 

 One inspection is required after installation is completed. Call or text the number below 

for next day inspection. 

 

Water Heater installations shall meet all requirements per the 2003 IRC 

 And the manufacturers specifications. 

 

 

 

 

Thank You, 

 

Jerry Hammerton 

Building Official 

(913) 203-9389 

 

 


